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ALL STYLES OF CLASS "A” CIRCUIT SHALL BE INSTALLED
SUCH THAT OUTGOING AND RETURN  CONDUCTORS,
EXITING FROM AND RETURNING TO THE CONTROL UNIT ARE
ROUTED SEPARATELY. THE MINIMUM SEPARATION SHALL BE
1 FEET WHERE INSTALLED VERTICALLY AND 4 FEET WHERE
INSTALLED HORIZONTALLY.

RETURN EACH NAC (AV#) CIRCUIT TO THE FACP USING
SHORTEST ROUTE POSSIBLE ONCE CIRCUIT IS COMPLETED.

SHEET NOTE:

@ ALL DOOR HOLDERS, CZM REMOTE ZONE

MODULES SHALL BE POWERED BY 24VDC
FROM MXL MMB-3 TBS LOCATED AT
FLOOR 1 ELECTRICAL ROOM 118A.
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Fire Protection Engineers and Consultants
3498 Clayton Road - Suite 101 Concord, California 94519

Phone: (925) 681-2731 FAX: (925) 681-2733
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ELECTRIC, INC.

Tel (415) 898-1400
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